DOE Commercial Building Energy Asset Score:                                                                                   Operational and Equipment Sizing Assumptions[footnoteRef:1] [1:  Operational assumptions listed here are based on ASHRAE Standard 90.1 2013 (to be published) and ASHRAE Standard 90.1 Prototype Building Model. New operational assumptions will be developed as other building types are added to the scoring tool.  Furthermore, some of the assumptions listed here are under review and may be modified to better reflect standard building operations.  ] 

[bookmark: _GoBack]The occupancy schedule for each building type, shown in the Operational and Equipment Sizing Assumptions document (below), represent the annual equivalent occupancy hours per week. These equivalent occupancy hours have been adjusted for design occupancy for each schedule period (Weekday, Saturday, Sunday, Holiday). As an example, the Operational and Equipment Sizing Assumptions document list the “equivalent” occupancy for a school as 36 hours per week. However, during the September thru June school session, the school is occupied about 65 hours per week. The school’s occupancy ranges from a high of 95% during the school day to a low of 0 percent to 15 percent during evenings, nights, weekends, and during the summer when the school is not in session.
Operational Assumptions	Comment by Nora Wang: Supriya will add Phase II (courthouse, multi-family, lodging, and library)
1. Schedules of Operation[footnoteRef:2]  [2:  Detailed hourly schedules for each building type are provided in Appendix A.  Specific loads (percent of maximum) are assigned to each hour of the week. ] 


a. Equivalent Occupancy Schedule[footnoteRef:3]  [3:  Closing times reflect those hours when is less than 20 percent and are only used for illustrative purposes.  
] 

· School: 36 hours/week (Weekday 8 a.m. - 4 p.m.; 7 p.m. - 9 p.m.)
· Office: 48.6 hours/week (Weekday 7 a.m. - 6 p.m., Saturday 8 a.m. - 12 p.m.)
· Retail: 46.3 hours/week (Weekday & Saturday 8 a.m. - 9 p.m., Sunday 10 a.m. - 6 p.m.)
· Warehouse: 35.2 hours/week (Weekday 8 a.m. - 5 p.m., Saturday 8 a.m. - 12 p.m.)

b. Equivalent Lighting Schedule
· School: 52.4 hours/week
· Office: 56 hours/week
· Retail: 70.85 hours/week
· Warehouse: 48.75 hours/week

c. Equivalent Equipment Schedule
· School: 65.45 hours/week
· Office: 86.15hours/week
· Retail: 89.40 hours/week
· Warehouse: 56.30 hours/week
	
d. Equivalent Service Hot Water Schedule
· School: 36.19 hours/week
· Office: 30.54 hours/week
· Retail: 44.59 hours/week
· Warehouse: 22.88 hours/week

e. Heating Temperature Set Points: 
· Warehouse: 60°F
· All other occupancies: 70°F 
f. Cooling Temperature Setpoints: 
· Warehouse: 60°F 
· Retail: 74°F 
· All other occupancies: 73°F 
		
2. Internal Loads 

a. Occupant Density
· School - 40 sq.ft/person  
· Office – 200 sq.ft/person
· Retail- 67 sq.ft/person
· Warehouse- N.A.

b. Equipment Power Density (plug and process loads)
· School – 1.39 W/sq.ft 
· Office – 0.75 W/sq.ft
· Retail- 0.30 W/sq.ft
· Warehouse- 0.66 W/sq.ft

3. Outdoor Air Ventilation Rates  
· School
· 0.12 cfm/sq.ft  (for classroom)
· 10 cfm/person
· 0.339 cfm/sq.ft  (calculated outdoor air ventilation rate for building)
· Office
· 0.06 cfm/sq.ft (for office space)
· 5 cfm/person 
· 0.085 cfm/sq.ft  (calculated outdoor air ventilation rate for building)
· Retail
· 0.12 cfm/sq.ft (for sales space)
· 7.5 cfm/person
· 0.21 cfm/sq.ft  (calculated outdoor air ventilation rate for building)
· Warehouse
· 0.06 cfm/sq.ft

4. Service Hot Water Use (for faucets/shower heads etc.) 

· School- 0.61 Gal/day/occ
· Office- 1 Gal/day/occ
· Retail- 0.61 Gal/day/occ
· Warehouse – 0.61 Gal/day/occ

Equipment Sizing[footnoteRef:4]   [4:  The scoring tool assumes that the energy equipment listed here is sized specifically to meet the load requirements corresponding to the operational assumptions.  ] 

1. Heating and Cooling Equipment
a. Cooling and Heating Capacity
b. Sensible Heat Ratio
c. Supply Air flow rate
d. CHW and HW Loops- Maximum flow rate

2. Ventilation Equipment 
a. Maximum and Minimum Outdoor air flow rate

3. Fans
a. Maximum Air Flow Rate

4. Pumps
a. Rated flow rate
b. Rated Power Consumption


Appendix A:  Schedules for Each Building Type
Office Building




Office Building (continued)




Office Building (continued)




Retail




Retail (continued)




Retail (continued)




School Building




School Building (continued)




School Building (continued)




Warehouse



Warehouse (continued)



Warehouse (continued)


Occupancy
Occupancy Percent Max Load Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.0	0.0	0.0	0.0	0.0	0.0	0.1	0.2	0.95	0.95	0.95	0.95	0.5	0.95	0.95	0.95	0.95	0.3	0.1	0.1	0.1	0.1	0.05	0.05	Occupancy Percent Max Load Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.0	0.0	0.0	0.0	0.0	0.0	0.1	0.1	0.3	0.3	0.3	0.3	0.1	0.1	0.1	0.1	0.1	0.05	0.05	0.0	0.0	0.0	0.0	0.0	Occupancy Percent Max Load Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.0	0.0	0.0	0.0	0.0	0.0	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.0	0.0	0.0	0.0	0.0	0.0	Lighting
Lighting Receptacle Percent Max Load Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.05	0.05	0.05	0.05	0.05	0.1	0.1	0.3	0.9	0.9	0.9	0.9	0.8	0.9	0.9	0.9	0.9	0.5	0.3	0.3	0.2	0.2	0.1	0.05	Lighting Receptacle Percent Max Load Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.05	0.05	0.05	0.05	0.05	0.05	0.1	0.1	0.3	0.3	0.3	0.3	0.15	0.15	0.15	0.15	0.15	0.05	0.05	0.05	0.05	0.05	0.05	0.05	Lighting Receptacle Percent Max Load Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	Service Hot Water
Service Hot Water Percent Max Load Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.05	0.05	0.05	0.05	0.05	0.08	0.07	0.19	0.35	0.38	0.39	0.47	0.57	0.54	0.34	0.33	0.44	0.26	0.21	0.15	0.17	0.08	0.05	0.05	Service Hot Water Percent Max Load Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.05	0.05	0.05	0.05	0.05	0.08	0.07	0.11	0.15	0.21	0.19	0.23	0.2	0.19	0.15	0.12	0.14	0.07	0.07	0.07	0.07	0.09	0.05	0.05	Service Hot Water Percent Max Load Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.04	0.04	0.04	0.04	0.04	0.07	0.04	0.04	0.04	0.04	0.04	0.06	0.06	0.09	0.06	0.04	0.04	0.04	0.04	0.04	0.04	0.07	0.04	0.04	Equipment
Equipment Percent Max Load Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.4	0.4	0.4	0.4	0.4	0.4	0.4	0.4	0.9	0.9	0.9	0.9	0.8	0.9	0.9	0.9	0.9	0.5	0.4	0.4	0.4	0.4	0.4	0.4	Equipment Percent Max Load Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.3	0.3	0.3	0.3	0.3	0.3	0.4	0.4	0.5	0.5	0.5	0.5	0.35	0.35	0.35	0.35	0.35	0.3	0.3	0.3	0.3	0.3	0.3	0.3	Equipment Percent Max Load Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	0.3	Heating Set Point
Heating (ºF) Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	60.0	60.0	60.0	60.0	60.0	65.0	65.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	65.0	60.0	60.0	60.0	60.0	60.0	Heating (ºF) Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	60.0	60.0	60.0	60.0	60.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	60.0	60.0	60.0	60.0	60.0	60.0	60.0	60.0	Heating (ºF) Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	60.0	60.0	60.0	60.0	60.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	60.0	60.0	60.0	60.0	60.0	60.0	60.0	60.0	Cooling set Point
Cooling (ºF) Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	77.0	77.0	77.0	77.0	77.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	77.0	77.0	77.0	77.0	77.0	77.0	Cooling (ºF) Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	77.0	77.0	77.0	77.0	77.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	77.0	77.0	77.0	77.0	77.0	77.0	Cooling (ºF) Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	77.0	77.0	77.0	77.0	77.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	77.0	77.0	77.0	77.0	77.0	77.0	Occupancy
Occupancy Percent Max Load Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.1	0.2	0.5	0.5	0.7	0.7	0.7	0.7	0.8	0.7	0.5	0.5	0.3	0.3	0.0	0.0	0.0	Occupancy Percent Max Load Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.1	0.2	0.5	0.6	0.8	0.8	0.8	0.8	0.8	0.8	0.6	0.2	0.2	0.2	0.1	0.0	0.0	Occupancy Percent Max Load Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.1	0.2	0.2	0.4	0.4	0.4	0.4	0.4	0.2	0.1	0.0	0.0	0.0	0.0	0.0	Lighting
Lighting Receptacle Percent Max Load Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.2	0.5	0.9	0.9	0.9	0.9	0.9	0.9	0.9	0.9	0.9	0.6	0.6	0.5	0.2	0.05	0.05	Lighting Receptacle Percent Max Load Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.1	0.3	0.6	0.9	0.9	0.9	0.9	0.9	0.9	0.9	0.9	0.5	0.3	0.3	0.1	0.05	0.05	Lighting Receptacle Percent Max Load Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.1	0.1	0.4	0.4	0.6	0.6	0.6	0.6	0.6	0.4	0.2	0.05	0.05	0.05	0.05	0.05	Service Hot water
Service Hot Water Percent Max Load Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.04	0.05	0.05	0.04	0.04	0.04	0.04	0.15	0.23	0.32	0.41	0.57	0.62	0.61	0.5	0.45	0.46	0.47	0.42	0.34	0.33	0.23	0.13	0.08	Service Hot Water Percent Max Load Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.11	0.1	0.08	0.06	0.06	0.06	0.07	0.2	0.24	0.27	0.42	0.54	0.59	0.6	0.49	0.48	0.47	0.46	0.44	0.36	0.29	0.22	0.16	0.13	Service Hot Water Percent Max Load Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.07	0.07	0.07	0.06	0.06	0.06	0.07	0.1	0.12	0.14	0.29	0.31	0.36	0.36	0.34	0.35	0.37	0.34	0.25	0.27	0.21	0.16	0.1	0.06	Equipment
Equipment Percent Max Load Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.2	0.2	0.2	0.2	0.2	0.2	0.2	0.4	0.7	0.9	0.9	0.9	0.9	0.9	0.9	0.9	0.9	0.9	0.8	0.8	0.7	0.4	0.2	0.2	Equipment Percent Max Load Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.3	0.5	0.8	0.9	0.9	0.9	0.9	0.9	0.9	0.9	0.9	0.7	0.5	0.5	0.3	0.15	0.15	Equipment Percent Max Load Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.3	0.3	0.6	0.6	0.8	0.8	0.8	0.8	0.8	0.6	0.4	0.15	0.15	0.15	0.15	0.15	Heating Set Point
Heating (ºF) Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	60.0	60.0	60.0	60.0	60.0	63.0	65.0	68.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	65.0	65.0	65.0	65.0	60.0	Heating (ºF) Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	60.0	60.0	60.0	60.0	60.0	63.0	65.0	68.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	65.0	65.0	65.0	65.0	60.0	Heating (ºF) Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	60.0	60.0	60.0	60.0	60.0	63.0	65.0	68.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	65.0	65.0	65.0	65.0	60.0	Cooling Set Point
Cooling (ºF) Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	80.0	80.0	80.0	80.0	80.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	80.0	80.0	Cooling (ºF) Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	80.0	80.0	80.0	80.0	80.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	80.0	80.0	Cooling (ºF) Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	80.0	80.0	80.0	80.0	80.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	74.0	80.0	80.0	Occupancy
Occupancy Percent Max Load Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.05	0.75	0.9	0.9	0.8	0.8	0.8	0.8	0.45	0.15	0.05	0.15	0.2	0.2	0.1	0.0	0.0	Occupancy Percent Max Load Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.1	0.1	0.1	0.1	0.1	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	Occupancy Percent Max Load Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	Lighting
Lighting Receptacle Percent Max Load Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.3	0.85	0.95	0.95	0.95	0.8	0.8	0.8	0.7	0.5	0.5	0.35	0.35	0.35	0.3	0.05	0.05	Lighting Receptacle Percent Max Load Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.15	0.15	0.15	0.15	0.15	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	Lighting Receptacle Percent Max Load Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	Service Hot Water
Service Hot Water Percent Max Load Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.1	0.34	0.6	0.63	0.72	0.79	0.83	0.61	0.65	0.1	0.1	0.19	0.25	0.22	0.22	0.12	0.09	Service Hot Water Percent Max Load Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.03	0.03	0.03	0.03	0.03	0.03	0.03	0.03	0.03	0.05	0.05	0.05	0.05	0.03	0.03	0.03	0.03	0.03	0.03	0.03	0.03	0.03	0.03	0.03	Service Hot Water Percent Max Load Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.03	0.03	0.03	0.03	0.03	0.03	0.03	0.03	0.05	0.05	0.05	0.05	0.05	0.05	0.03	0.03	0.03	0.03	0.03	0.03	0.03	0.03	0.03	0.03	Equipment
Equipment Percent Max Load Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.4	0.9	0.9	0.9	0.9	0.9	0.9	0.9	0.8	0.6	0.6	0.45	0.45	0.45	0.15	0.15	0.15	Equipment Percent Max Load Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.25	0.25	0.25	0.25	0.25	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	Equipment Percent Max Load Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	0.15	Heating Set Point
Heating (ºF) Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	60.0	60.0	60.0	60.0	60.0	65.0	65.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	65.0	60.0	60.0	60.0	60.0	60.0	Heating (ºF) Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	60.0	60.0	60.0	60.0	60.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	60.0	60.0	60.0	60.0	60.0	60.0	60.0	60.0	Heating (ºF) Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	60.0	60.0	60.0	60.0	60.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	60.0	60.0	60.0	60.0	60.0	60.0	60.0	60.0	Cooling Set Point
Cooling (ºF) Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	77.0	77.0	77.0	77.0	77.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	77.0	77.0	77.0	77.0	77.0	77.0	Cooling (ºF) Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	77.0	77.0	77.0	77.0	77.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	77.0	77.0	77.0	77.0	77.0	77.0	Cooling (ºF) Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	77.0	77.0	77.0	77.0	77.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	77.0	77.0	77.0	77.0	77.0	77.0	Occupancy
Occupancy Percent Max Load Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.15	0.7	0.9	0.9	0.9	0.5	0.85	0.85	0.85	0.2	0.0	0.0	0.0	0.0	0.0	0.0	0.0	Occupancy Percent Max Load Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.2	0.2	0.2	0.2	0.1	0.1	0.1	0.1	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	Occupancy Percent Max Load Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	0.0	Lighting
Lighting Receptacle Percent Max Load Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.4	0.7	0.9	0.9	0.9	0.8	0.9	0.9	0.9	0.9	0.3	0.05	0.05	0.05	0.05	0.05	0.05	Lighting Receptacle Percent Max Load Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.08	0.24	0.24	0.24	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	Lighting Receptacle Percent Max Load Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	0.05	Service Hot Water
Service Hot Water Percent Max Load Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.02	0.02	0.02	0.02	0.05	0.07	0.07	0.1	0.3	0.36	0.36	0.46	0.57	0.43	0.38	0.4	0.3	0.18	0.03	0.03	0.03	0.03	0.03	0.03	Service Hot Water Percent Max Load Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.02	0.02	0.02	0.02	0.02	0.02	0.02	0.02	0.06	0.12	0.12	0.17	0.04	0.04	0.02	0.02	0.02	0.02	0.02	0.02	0.02	0.02	0.02	0.02	Service Hot Water Percent Max Load Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.02	0.02	0.02	0.02	0.02	0.02	0.02	0.02	0.02	0.02	0.02	0.02	0.04	0.04	0.02	0.02	0.02	0.02	0.02	0.02	0.02	0.02	0.02	0.02	Equipment
Equipment Percent Max Load Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.5	0.8	0.9	0.9	0.9	0.8	0.9	0.9	0.9	0.9	0.4	0.1	0.1	0.1	0.1	0.1	0.1	Equipment Percent Max Load Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.2	0.4	0.4	0.4	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	Equipment Percent Max Load Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	0.1	Heating Set Point
Heating (ºF) Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	60.0	60.0	60.0	60.0	60.0	65.0	65.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	70.0	65.0	60.0	60.0	60.0	60.0	60.0	Heating (ºF) Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	60.0	60.0	60.0	60.0	60.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	60.0	60.0	60.0	60.0	60.0	60.0	60.0	60.0	Heating (ºF) Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	60.0	60.0	60.0	60.0	60.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	65.0	60.0	60.0	60.0	60.0	60.0	60.0	60.0	60.0	Cooling Set Point
Cooling (ºF) Wk	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	77.0	77.0	77.0	77.0	77.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	77.0	77.0	77.0	77.0	77.0	77.0	Cooling (ºF) Sat	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	77.0	77.0	77.0	77.0	77.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	77.0	77.0	77.0	77.0	77.0	77.0	Cooling (ºF) Sun	1 (12-1 am)	2 (1-2 am)	3 (2-3 am)	4 (3-4 am)	5 (4-5 am)	6 (5-6 am)	7 (6-7 am)	8 (7-8 am)	9 (8-9 am)	10 (9-10 am)	11 (10-11 am)	12 (11-12 pm)	13 (12-1 pm)	14 (1-2 pm)	15 (2-3 pm)	16 (3-4 pm)	17 (4-5 pm)	18 (5-6 pm)	19 (6-7 pm)	20 (7-8 pm)	21 (8-9 pm)	22 (9-10 pm)	23 (10-11 pm)	24 (11-12 am)	77.0	77.0	77.0	77.0	77.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	73.0	77.0	77.0	77.0	77.0	77.0	77.0	